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Air Quality Notification Report
Notification 60701
Receive-BY:
Assign By:
Dispatch On:
Team:
Activity:
Instrudion:

Assignment No: 791245 Inspection Date:
Inspector: ZBIGNIEW P SZYMANSKI (ZSO1)

Disposition:

MICHAELS on 10/23/2003 17:12:26
michaels on 10/23/2003 17:19:41
1 0/23/2003
C
BREAKDOWN INVESTIGATION

Description: REFINERY FLARES: STEAM OUTAGE. LOST BOILER TO COGEN.

Instance Start Date: 10/23/2003 16:25 Instance End Date:

N otifier

STEVE Last Name: MALLON

(310)952-6213 (Work)

Facility: 800363 CONOCOPHILLIPS COMPANY

Address: 1660 W ANAHEIM ST, WILMINGTON, CA 90744 (Sector LK)

10/23/03
17:55 hIs.
Following a citizen complaint I arrived at the gate of ConocoPhillips.I observed a heavy flaring associated with a black
smoke at Ringelman 5 from the refinery flare system
I contacted Mr. Brian Christlib, Environmental Engineer. He advised me that the refinery lost the Cogeneration Unit. The
cause is under investigation.
Due to a safety, I decided to not enter the refinery, and to be on stand by in case of complaints.
18:15 hIs.
I spoke to Mr. Camelieri, the Shift Supervisor. He advised that the refmery lost also Boiler # 4 and 7.
I observed also heavy flaring from the South Flare.
19:15hrs.
Mr. Camelieri advised me that boilers 4,7,8 were in the process of start-up

19:30 - 20:30 hIs.
Assisted by other inspectors from the refinery section I conducted an odor patrol downwind of the refinery. I utilized a tVA
to measure VOC concentration in the air. We did not detect any offensive odors or elevated VOC concentration.
21:30 hIs.
I departed the refinery.

10/31/03
I spoke over a phone to Mr. Steve Mallon, Environmental Engineer.
He advised me that the root cause of the problem was in logic input PICI26, which had caused an auxiliary steam header
valve to close, which caused to overpressure the steam header, and lifting relief valves on the Boiler 8 and Cogen Steam
drums.
The upset in the steam production system resulted in problems in FCCU's Wet Gas Compressor, which directed gases to the
North Flare.

It was a valid breakdown.
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R~lve By: YOLANDAM on 10123/200318:30:04 Assignment No: 791246'
A&:slgn By: michaels on 10123/2003 18:31:16 Inspector: ZACHARIE T MUEPO (ZMO1)
Dispatch On: 10123/2003 Instruction:
Team: C
Type: SMOKE
Description: HEAVY SMOKE

Instance End Date:Instance Start Date:

Name: TOSCO
Address: I UNK, WILMINGTON, CA 90748 (Sedor LK)

Name:
Address:

CONOCOPHILLIPS COMPANY ID: 800363
1660 W ANAHEIM ST, WILMINGTON, CA 90744 (Sector lK)

OC on 10/31/2003 16:30:23

In~peetnr Cnmment
I spoke wit~. by telephone. - .I--~ ~ _was complaining only about the visible emissions and did not smell any

odors at this time. _I __also said that he observed ashes in the soccer field. I explained the cause of the smoke and also
explained AQMD policies and procedures. For more information on the smoke see notification 6070 I. An inspection of the
soccer field on Lomita and Figueroa did not result in a determination of ash from the Connoc Phillips incident because ash from
the forest fires was numerous.
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